Dangerous goods site - storage and handling
Example checklist 
Dangerous Goods Safety (Storage and Handling of Non-explosives) Regulations 2007
(Complies    (Does not comply    NA not applicable    ( cannot inspect
	Placarding [rr. 68, 69, 70, 71, 72]
	
	Fire extinguishers [r. 73]
	
	Packages [r. 13]

	010
	Entrances [r. 68]
	
	
	080
	Type
	
	
	140
	Design [r. 13]
	

	011
	Buildings [r. 70]
	
	
	081
	Number
	
	
	141
	Labelling [r. 13 or 21]
	

	012
	Bulk DG [r. 69]
	
	
	082
	Rating
	
	
	142
	Racking / stacking / restraint 

[r. 58]
	

	013
	Accuracy [r. 71]
	
	
	083
	Location / access
	
	
	
	
	

	014
	Maintenance [r. 7.1]
	
	
	084
	Serviced
	
	
	Transfer of DG [r. 55]

	Separation [r. 58]
	
	Fire protection [r. 73]
	
	151
	Location
	

	020
	Boundaries / security fence
	
	
	090
	Water flow rate
	
	
	152
	Spill containment
	

	021
	Protected works / places
	
	
	091
	Water pressure
	
	
	153
	Electrical continuity
	

	022
	Public places
	
	
	092
	Water supply
	
	
	154
	Piping
	

	023
	Segregation of DG [r. 52]
	
	
	093
	Foam quantity
	
	
	155
	Hoses
	

	Screen walls [r. 58]
	
	094
	Foam type
	
	
	156
	Valves
	

	030
	Materials
	
	
	095
	Foam serviced
	
	
	157
	Connections
	

	031
	Fire resistance level (FRL)
	
	
	096
	Hydrant / reel location
	
	
	158
	Procedures
	

	032
	Impervious
	
	
	097
	Hydrant spares (e.g. gaskets)
	
	
	159
	Emergency stop
	

	033
	Dimensions
	
	
	098
	Hoses
	
	
	Emergency planning

	Spill containment [r. 51]
	
	099
	Nozzles / spears
	
	
	170
	Emergency plan [r. 75]
	

	040
	Capacity
	
	
	100
	Fire pump
	
	
	171
	Information boards
	

	041
	Design (e.g. tan ()
	
	
	101
	Fire pump spares
	
	
	172
	Manifest / site plan [r. 78]
	

	042
	Impervious
	
	
	102
	Fuel / power supply
	
	
	173
	Response equipment [r.74]
	

	043
	Drainage
	
	
	103
	Booster connection
	
	
	174
	Induction / training / 
supervision [r. 81]
	

	044
	Maintenance
	
	
	104
	Piping Identification
	
	
	
	
	

	045
	All DG in bund
	
	
	105
	Fire alarm
	
	
	175
	Exercises
	

	046
	Valve drain – locked / 
signage
	
	
	106
	Sprinkler system
	
	
	176
	MSDS [rr. 18 or 79] 
	

	
	
	
	
	107
	Deluge system
	
	
	177
	PPE / SCBA [r. 74]
	

	Ventilation [r. 57]
	
	108
	Compatibility with fire
brigade
	
	
	General

	050
	Capacity
	
	
	
	
	
	
	180
	Licensing [r. 25]
	

	051
	Design
	
	
	109
	Heat Protection
	
	
	181
	Access / egress [r. 65]
	

	052
	Inlet location
	
	
	Containers for bulk DG [r. 58 or 61]
	
	182
	Register of DG [r. 77]
	

	053
	Outlet location
	
	
	120
	Design
	
	
	184
	Tank abandonment r.63
	

	054
	Protection / unobstructed
	
	
	121
	Construction
	
	
	185
	Control of fire hazards 
(housekeeping) [r. 67]
	

	Ignition sources [r. 56]
	
	122
	Materials suitability
	
	
	
	
	

	060
	Wiring
	
	
	123
	Installation
	
	
	186
	Security [r. 66]
	

	061
	Lighting
	
	
	124
	Identification number
	
	
	187
	Safety management system 

[r. 50]
	

	062
	Other fixed electrical

equipment
	
	
	125
	Maintenance / records
	
	
	
	
	

	
	
	
	
	126
	Vent location
	
	
	188
	Land use (population) [r. 58]
	

	063
	Portable ignition sources
	
	
	127
	Vent type(s)
	
	
	189
	Leak detector [r. 74]
	

	Dispensers
	
	126
	Vent location
	
	
	190
	Risk assessment document 

[r. 49]
	

	070
	Type
	
	
	127
	Vent type(s)
	
	
	
	
	

	071
	Location
	
	
	128
	Vent maintenance
	
	
	191
	Sufficient lighting [r. 64]
	

	072
	Signage / instructions
	
	
	129
	Level indicator
	
	
	192
	Consultation [r. 83]
	

	073
	Nozzles (e.g. latch)
	
	
	130
	Overfill protection
	
	
	193
	Visitors [r. 84]
	

	074
	Visibility
	
	
	131
	Valves
	
	
	UG petroleum storage system [r. 62]

	075
	Emergency stop or signal
	
	
	132
	Earthing / electrical

continuity
	
	
	200
	Tanks
	

	076
	Console
	
	
	
	
	
	
	201
	Piping
	

	DG = dangerous goods
	
	133
	Piping [r. 60]
	
	
	202
	Testing [r. 62(7)] / leak 

detection
	

	UG = underground
	
	134
	Impact protection [r. 54]
	
	
	
	
	

	MSDS = material safety data sheet
	
	203
	Inventory control
	

	PPE / SCBA = personal protective equipment / self-contained breathing apparatus
	
	204
	Monitoring bores
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